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COMPONENT FAILURE DESCRIPTION:

CAUSE: X SYSTEM: SJ COMPONENT: RLY MANUFACTURER: G082
CAUSE: X SYSTEM: CE COMPONENT: JS MANUFACTURER: L200
CAUSE: X SYSTEM: IG COMPONENT: GR MANUFACTURER: G082
CAUSE: X SYSTEM: IG COMPONENT: ZIS MANUFACTURER: G082
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REPORTABLE TO NPRDS: Y
REPORTABLE TO NPRDS: Y

SUPPLEMENTAL REPORT EXPECTED: NO
ABSTRACT:
At 1243 hours on 10/21/88, Unit 1 automatically scrammed, while at

approximately

27% power, due to a main turbine trip/turbine stop valve closure caused by a

high reactor level of



